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Remove and replace asphalt

concrete driveway with 3-in HMA
over 6-in CSTC, grading shall be
per WSDOT Std Detail F-80.10-02
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72" SSMH 67-2
Type 1 Saddle per COA Std Detail SS-020
RIM = 126.0 +/-
IE = 116.3 +/- (24" SW)
IE  = 116.0 +/- (24" N)
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54" SSMH 67-1
Type 3 per WSDOT Std Detail B-15.60-01
Rim = 119.1 +/-
IE = 114.1 (24" N)
IE = 114.2 (24" S)
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Plug SSMH at upstream pipe
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Remove and replace exist bollards
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Remove and reset exist CB
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Protect in place exist curb and gutter
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Pavement patch per COA Std Detail R-140
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Callout
Remove and replace existing asphalt pavement 12-ft trail width with 2-in HMA over 4-in CSTC, unless noted otherwise.
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Approximate location of abandoned 10" AC water.  Contractor shall abandon in place unless removal is required to facilitate installation of sewer main.  If removed, Contractor shall meet all regulatory requirements for removal of asbestos concrete.
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Callout
Remove and replace concrete driveway per WSDOT Std Detail F-80.10-02, Type 4; Trail pavement replacement at driveway shall be 3-in HMA over 6-in CSTC
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Callout
Remove and salvage mail boxes to owners.  Provide foundation for new cluster mailbox per detail and install cluster mailbox supplied by USPS. (2 locations, 1 on east side of 67th and 1 on west side, to be confirmed in the field)
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Remove and replace asphalt concrete driveway with 3-in HMA over 6-in CSTC, grading shall be per WSDOT Std Detail F-80.10-02 Type 1, Typ
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Protect in place existing SS to remain in service
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Protect in place existing infiltraiton system
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